
An end-user led approach for assessing the
feasibility of small-scale wind energy projects

Title An end-user led approach for assessing the feasibility of small-
scale wind energy projects

Author(s) Miu, Luciana M.;Hayes, Barry P.;Djokic, Sasa Z.

Publication Date 2017-06-18

Publisher NUI Galway

Repository DOI 10.13025/S8192N

http://dx.doi.org/10.13025/S8192N


An End-User Led Approach for Assessing the 
Feasibility of Small-Scale Wind Energy Projects 

Luciana M. Miu 
Dept. of Chemical Engineering 

Imperial College 
London, UK 

l.miu16@imperial.ac.uk 

Barry P. Hayes 
Engineering and Informatics 

NUI Galway 
Galway, Ireland 

barry.hayes@nuigalway.ie 

Sasa Z. Djokic 
School of Engineering 

The University of Edinburgh 
Edinburgh, UK 

sasa.djokic@ed.ac.uk 
 

Abstract—The successful realization of a wind energy project, 
i.e. a wind farm, wind plant or, in its simplest form, a single 
wind turbine generator, WTG, strongly depends on accurate 
assessment of wind energy resources at the target location. 
While larger wind energy projects include extensive wind 
resource measurements, this is typically not feasible for small-
scale wind applications. This paper presents a simple linear 
regression model for evaluating wind energy resources at 
unmonitored sites, based on the correlational analysis of a 
limited number of sites where wind energy measurements are 
available. The methodology is illustrated on two regions in 
Scotland, where wind speed and wind direction measurements 
are publicly available from 26 UK Met Office stations. The 
presented approach requires only the coordinates of the end-
user’s WTG location to estimate the available wind energy and 
incorporates a method to identify the best-fit WTGs for the 
calculated wind energy resource. For the selection of WTG, a 
database of 200 small-scale wind turbines available to UK end-
users was constructed, reflecting the current state of the market. 

Index Terms—Correlational analysis; spatio-temporal analysis; 
wind energy; wind resource; wind generation turbine. 

I. INTRODUCTION 

The ambitious renewable energy targets set by the Scottish 
Government have been one of the main catalysts for various 
microgeneration projects [1], within which small-scale wind 
energy projects (typically a single wind turbine installations) 
played an instrumental role However, the development of 
micro and small-scale wind energy projects is strongly 
dependent on the accurate estimation of the wind energy 
resource. The typical end-users undertaking small-scale wind 
turbine generator (WTG) projects are neither able to perform a 
detailed measurements of the wind energy resource at the 
target WTG location, nor to afford the installation of a WTG 
without certainty of payback. 

Typically, freely available wind energy resource 
estimation tools, such as wind atlases or input-based tools (e.g. 
[2]) only offer a first-pass overview of a site’s suitability for 
the development of a wind energy installation. Most tools 
available to Scottish users are either based on the Numerical 
Objective Analysis of Boundary Layer (NOABL, [3]), or Met 

Office Integrated Data Archive System (MIDAS, [4]), i.e. on 
two databases which have been reported to generate errors in 
the estimation of average wind speed between +10% and 
+20% [5], [6]. The use of these two tools could, therefore, 
lead to a significant overestimation of wind energy resource, 
which is very important, if not critical for assessing the return 
on investment of planned small-scale projects. 

This paper presents a simple linear regression model for 
evaluating wind energy resources at unmonitored sites, based 
on a spatio-temporal correlational analysis of a limited number 
of sites where wind energy measurements are available. The 
model produces estimated wind speed time series (WSTS) and 
is illustrated on two regions in Scotland, for which publicly 
available hourly wind speed and wind direction measurements 
are available from a number of the UK Met Office stations [4]. 
The presented approach requires only the geographic 
coordinates of the planned location for installation of a WTG 
(i.e. end-users’ location).  

The methodology is based on an assessment of inter-site 
distance and directional alignment of wind regimes as 
determining factors of the correlation between pairs of WSTS 
at different sites. The analysis was performed for both raw 
wind data and for “detrended” data (where mean values are 
removed), in order to identify the best data-processing method 
for the correlation and regression of the WSTS’. The 
presented results demonstrate that the developed model works 
well for sites experiencing uniform regional-scale wind 
regimes, as it was assumed previously in [7]. In such cases, 
the WSTS and annual average wind speeds are simulated with 
an accuracy of 90%, or higher. However, the model 
performance deteriorates for sites with highly individual and 
non-uniform wind climates. 

Following the evaluation of the WSTS at a user-defined 
unmonitored location, further analysis is conducted to identify 
the best-fit WTG for installation. This part of the analysis is 
informed by an extensive study of the small-scale WTG 
market, where a 200-turbine database is built for further use. 

The paper is structured as follows: Section II provides a 
brief literature review; Section III describes the methodology; 
Section IV gives the results; Section V lists main conclusions. 



II. A BRIEF OVERVIEW OF EXISTING METHODS 

Regression, autoregressive (AR) and autoregressive 
moving average (ARMA) models, as well as artificial neural 
networks (ANN) have been previously used for evaluating 
wind energy resources (typically wind speeds) at non-
measured locations, all to varying levels of success. Examples 
range from the early use of inter-site correlation in [8] to the 
development of ANN models, capable of simulating hourly 
WSTS with reported errors below 5% [9]. Regression models 
form an important class of estimation methods, with perhaps 
the most well-known being the Measure-Correlate-Predict 
approach [10]. The AR and ARMA models have also been 
successfully used for the simulation of a wide range of 
meteorological parameters, including wind speed (e.g. [11]), 
with some variations, such as polynomial AR models [12] or 
ARMA-GARCH models [13], being developed to further 
improve model performance.  

As mentioned, this paper uses a simple linear regression 
model, which can be easily constructed and tested with widely 
available non-specialized software and permits full 
manipulation of explanatory variables and input data. 
Accordingly, all presented results are obtained using [14] for 
the correlational analysis, and [15] for model development. 

III. METHODOLOGY 

A. Regions Selected for Analysis 

Two regions from Scotland, UK, are selected for the 
analysis: the Central Belt lowlands (marked as “CB”) and the 
NE of Scotland (marked as “NES”), roughly located between 
the Firth of Forth and the Moray Firth, Fig. 1. In each region, 
13 suitable Met Office weather stations were identified, 
containing records of hourly average wind speed and wind 
direction from 2006 to 2016, [16]. 

 
Fig. 1. Two regions from Scotland selected for the analysis [16] (numbers 

indicate station IDs in the Met Office MIDAS database). 

Two selected regions exhibit different regional-scale wind 
regimes. The NES region is characterized by the interaction of 
multiple weather fronts and features a range of different 
topographical characteristics, while the CB region shows a 
strong presence of mass airflow zones, with a well-defined 
prevailing wind direction. These characteristics offer a basis 
for comparison of different regional wind climate conditions.  

B. Analytical and Computational Framework 

The raw WSTS data from weather stations in two selected 
regions were averaged (“smoothed”) over 1-day, 1-week and 
1-month periods, in order to investigate whether the removal 
of periodic trends improves the correlational analysis. To 
determine whether correlational behaviour changes according 
to wind speed, the raw and smoothed WSTS’ were separated 
(i.e. ‘banded’) into six speed ranges, mimicking a typical 
WTG power curve, Fig. 2. 

 
Fig. 2. Typical WTG power curve and designated wind speed bands [17]. 

A series of metrics were used to analyse the wind climates 
of selected stations/sites, strength of inter-site correlational 
relationships, prediction accuracy of the developed model and 
performance of WTGs from the database. The strength of the 
correlation between all pairs of sites in considered region is 
assessed using Pearson’s coefficient, Rx,y, for synchronized 
measurements and using cross-correlation coefficient for time-
lagged measurements, Rx,y(m), representing strength of the 
maximum cross-correlation coefficients, calculated using raw, 
smoothed and banded WSTS as: 
 

 ܴ௫,௬ = (ே)×	∑ (௫ିఓೣ೙೔సభ )(௬ିఓ೤)ఙೣఙ೤  (1) 
 

 ܴ௫௬(݉) = ௡∗ሽݕ௡ା௠ݔሼܧ =  ௡ି௠∗ሽ (2)ݕ௡ݔሼܧ

where: x and y are two WSTS, N is the number of data points 
at each site, µ and σ are the mean wind speed and standard 
deviation of each time series, m is the lag and E is the 
expectation. 

Both synchronized and lagged WSTS are used to check 
whether the wind climates of the sites within the same region 
influence each other in: 

a) synchronous manner, i.e. if the wind climate at a 
selected location at a particular hour can be correlated with the 
contributions of wind climates at surrounding locations 
registered during that same hour, or 



b) asynchronous manner, i.e. the wind energy will be 
transported from one site to another, resulting in a delay in 
two sites experiencing the same wind climate, depending on 
the inter-site distance and actual wind speed/direction. In that 
case, the wind climate at a selected location during  a 
particular hour is better correlated with the contributions of 
wind climates at surrounding locations registered during 
earlier or later hours, expressed as a lag (m) between related 
WSTS. 

The above analysis was performed using two major 
explanatory variables, referred to as ‘temporal separation’ and 
‘directional alignment’. Temporal separation defines the 
expected lag/delay between one site experiencing a particular 
wind climate and the neighbouring site experiencing the same 
wind climate as the shortest distance between two sites 
divided by the wind speed during a particular hour: 

 

 ௦ܶ௘௣ = ௗ∗ଵ଴଴଴௎∗ଷ଺଴଴ (3) 
 
where: Tsep is temporal separation between two sites (in hr), 
d is distance between two sites (in km), and U is wind speed at 
the reference site during a particular hour (in m/s). 

The surface distance between any two sites was computed 
from station coordinates, using the haversine formula [18] and 
assuming it is equal to distance at their anemometer heights.  

Directional alignment defines how much the wind climate 
at a contributing station is expected to impact the affected 
station. This impact depends on how well-aligned the 
direction of wind at the contributing station is with the shortest 
distance between the contributing and affected stations. It is 
defined as the difference between inter-site angular distance 
and the prevailing wind direction of the contributing site: 

 
௔௟௜௚௡ܦ  = ߙ  (4) ܦܹ−
 

where: Dalign is degree of directional alignment (in degrees), α 
is angular distance between two sites (in degrees) and WD is 
the wind direction at the first site, during a particular hour 
(degrees). The inter-site angular distance (α) was defined as 
the angle formed by the line of shortest distance and the east-
west distance between them. The value of α was calculated for 
each pair of sites as: 
 

ߙ  = arccos ቀ௫ಶೈ௫ ቁ × ଵ଼଴గ  (5) 
 

where: x is the shortest distance between two sites and xEW is 
projection of the shortest distance on the east-west parallel 
(longitudinal distance). 

An extensive regression analysis was performed to 
determine whether the wind speed, temporal separation and 
directional alignment time series of the contributing sites were 
good predictors for the WSTS of the affected site. The 
analysis was run for both synchronized and lagged raw, 
detrended and banded WSTS’, to determine the effect of 
lagging on the accuracy of prediction by contributing sites. 
The regression equations are shown for synchronous WSTS’ 
(6) and for lagged WSTS’ (7). 

 WSTSୟ୤୤ୣୡ୲ୣୢ = ∑ a୩ ×WSTS୩୬୩ୀଵ + ∑ c୩ × Dୟ୪୧୥୬(୩)୬୩ୀଵ  (6) ܹܵܶܵ௔௙௙௘௖௧௘ௗ = ∑ ݀௞ ×ܹܵܶܵ௞௡௞ୀଵ +  

 +∑ ݁௞ × ௦ܶ௘௣(௞)௡௞ୀଵ + ∑ ௞݂ × ௔௟௜௚௡(௞)௡௞ୀଵܦ  (7) 

where: WSTSaffected is WSTS of the affected site (response 
variable), WSTSk is WSTS of the contributing site of index k 
(predictor), Dalign(k) is directional misalignment of the 
contributing site of index k (predictor), Tsep(k) is temporal 
separation of the contributing site of index k (predictor), n is 
total number of contributing sites used as predicting variables, 
ak – fk are model regression coefficients. 

C. Development of WTG Database 

To provide a comprehensive list of existing small-scale 
WTGs, an existing database, produced in 2012 based on [19], 
was reviewed and updated. This database originally contained 
194 different WTGs, with power ratings of up to 100 kW, 
available from 68 different manufacturers. The revised 
database found 217 WTGs, available from 47 UK-based and 
international manufacturers in 2016. An initial comparison 
shows that the WTG market is volatile, with 69% of 
manufacturers active in 2012 going out of business, or being 
acquired by larger companies by 2016.  

The 2016 database provides the rated power (W), cut-in 
wind speed (m/s), rated wind speed (m/s), swept area (m2), 
turbine hub height (m) and purchase price (where available, 
£), for each WTG. A visual inspection of the manufacturer 
power curves also allowed the calculation of power output 
(kW) and normalized power densities (power output divided 
by the WTG swept area, in kW/m2). Because not all WTG 
manufacturers provided reliable power curves, power densities 
were computed for 200 of the machines. 

Fig. 3 compares the original (2012) and updated (2016) 
WTG databases, illustrating a reduced share of WTGs with 
rated power in the 0-5 kW and 5-10 kW ranges and an 
increased share of WTGs with rated power in the 10-50 kW 
and 50-100 kW range. It was found that the average 
normalized power (per swept area) decreased by around 6% 
between 2012 and 2016, indicating that there have been no 
improvements in the design efficiency of WTGs, i.e. that the 
market still lacks compact and highly efficient machines.  

   

 
Fig. 3. Share of small-scale WTGs of different rated power ranges between 

2012 and 2016. 
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The final part of the analysis selects the optimal WTGs for 
a particular site with specific wind energy resources (i.e. 
simulated or actual WSTS). The WTGs in the database were 
classified into four generic power curve categories developed 
in [19], with category WTG-1 further divided in two sub-
categories A and B, representing the best-performing, and 
category WTG-4 the worst-performing machines, as used e.g. 
in [7] and illustrated in Fig. 4. 

 
Fig. 4. The four generic WTG power curves from [19] (thick lines), with 

200 small-scale WTGs from the revised database (dotted lines). 

For the selected (unmonitored) site, the annual electricity 
production (AEP) of all candidate WTGs from the database 
was estimated by, first, allocating corresponding generic 
WTG curve (Fig. 4) and, then, using simulated WSTS data, 
best-fit Rayleigh and Weibull PDFs approximations and 
average annual wind speed (AAWS) to calculate AEP values. 
The results of this analysis are shown in Section IV. 

IV. RESULTS 

The presented model was tested by applying the developed 
linear regression equation to the contributing sites in each 
sample area, assuming that affected site is unmonitored. 
Afterwards, the model is validated by comparing calculated 
AAWS, WSTS and key statistical metrics: average wind 
speed, standard deviation, variance, Weibull scale and shape 
parameters at affected site with the corresponding actually 
recorded WSTS, AAWS and all related metrics, as well as by 
calculating the strength of correlation between the calculated 
and recorded data series.  

A. CB Region 

1) Comparison of modelled and measured AAWS’: The 
model was successful in simulating the WSTS’ of all sites in 
the CB region, with the average annual wind speed (AAWS) 
of 4 out of 5 sites being simulated with errors of less than 9%, 
and less than 2% at 3 out of 5 sites, Table I. There was also a 
high cross-correlation, Rx,y (2), between the simulated and 
actual WSTS (over 0.94 in all cases). 

 
Fig. 5. Simulated and measured WSTS’ for site 971 (144 hours). 

 
Fig. 6. Simulated and measured WSTS’ for site 246 (144 hours). 

2) Comparison of modelled and measured WSTS’: Figs. 5 
and 6 compare simulated and measured time series for a 
period of 144 hours at two sites in CB region, showing an 
overall very good match. Regarding all sites in CB area, the 
model performed better when using synchronous, rather than 
lagged WSTS. 

TABLE I.  COMPARISON OF MODELLED AND MEASURED AAWS IN CB 
AREA 

 
Site ID 

Comparison of AAWS’ 

Rx,y (2) 
Measured 

AAWS (m/s) 
Simulated 

AAWS (m/s) 
Difference (%) 

246 0.95 4.98 4.89 -1.72 
971 0.95 4.78 5.19 -8.44 
987 0.96 6.39 6.43 0.66 

1006 0.94 4.96 4.95 -0.22 
1007 0.95 5.44 4.57 -15.99 

3) Comparison of statistical metrics: In CB region, the 
model underestimates the variance of simulated WSTS, also 
reflected in an overestimation of Weibull shape parameters, a 
known shortcoming of linear regression models. The 
percentage errors between the statistical metrics for sites in 
the CB region are shown in Table II. 



TABLE II.  ERRORS IN THE ESTIMATION OF KEY METRICS (CB AREA) 
 

Site ID 
% difference between simulated and actual metric values 

Std. Dev. Variance Weibull C Weibull k 
246 -20.33 -36.53 -1.78 24.10 
971 -10.74 -20.32 -8.50 22.28 
987 -19.18 -34.67 -32.59 36.04 

1006 -22.75 -40.32 -1.61 26.92 
1007 -34.31 -56.84 -16.07 28.50 

B. NES Region 

1) Comparison of modelled and measured AAWS: The 
developed model and regression equations generated much 
higher errors in the NES region for AAWS, Table III, 
although there was relatively strong cross-correlation, Rx,y (2), 
between the simulated and actual WSTS (over 0.85). 

TABLE III.  COMPARISON OF MODELLED AND MEASURED AAWS IN 
NES AREA 

 
Site ID 

Comparison of AAWS’ 

Rx,y (2) 
Measured 

AAWS (m/s) 
Simulated 

AAWS (m/s) 
Difference (%) 

117 0.85 14.35 2.85 -80.13 
145 0.86 10.97 3.17 -71.10 
161 0.90 4.67 2.26 -51.61 
177 0.91 6.64 2.18 -67.16 

2) Comparison of modelled and measured WSTS’: Fig. 7 
compares simulated and measured time series for a period of 
144 hours at one sites in NES region, showing an overall poor 
match. For all sites in NES area, the model performed better 
when using lagged, rather than synchronous WSTS data. 

 
Fig. 7. Simulated and measured WSTS’ for site 145 (144 hours). 

3) Comparison of statistical metrics: In the NES region, 
as expected from the WSTS performance, the model heavily 
underestimates all key statistical parameters, except Weibull 
shape parameter, which is overestimated, Table IV. 

TABLE IV.  ERRORS IN THE ESTIMATION OF KEY METRICS (NES AREA) 
 

Site ID 
% difference between simulated and actual metric values 

Std. Dev. Variance Weibull C Weibull k 
117 -88.93 -98.78 -79.84 73.73 
145 -87.46 -98.42 -84.60 96.31 
161 -81.19 -96.46 -54.04 122.24 
177 -64.14 -87.12 -49.79 38.98 

C. WTG Selection: Annual Energy Production 

This section gives the results for selection of optimal 
WTGs described in Section III.C. As the WSTS data had the 
highest temporal resolution, they were used as the reference 
estimation methods, against which the estimates produced by 
the AAWS and PDFs were compared. There are significant 
differences in the estimated AEP values by the four different 
metrics at all sites in both considered regions (only the 
Weibull distribution at sites 145 and 987 estimated the AEP 
within a 10% error of the WSTS estimate). Fig. 8a shows 
mean absolute percentage errors (MAPE) for sites in CB 
region, with overall average error for AAWS of -52.5%, 
Rayleigh of 46.2% and Weibull of 52%. Fig. 8b shows the 
same MAPE values for sites in NES region, where overall 
average error for all sites are -30.7% for AAWS, 54% for 
Rayleigh and 59.5% for Weibull. 

 
a) CB region 

 
b) NES region 

Fig. 8. Estimated AEP by four different metrics in two analysed regions. 

The analysis of WTG payback periods showed that 57% of 
WTGs in the database are viable (i.e. they will pay back for 
their installation in under 20 years) in the CB region, while 
this was the case for only 29% of WTGs in the NES region. 
The results for individual sites are shown in Fig. 9. At all sites, 
the turbines generating the highest estimated AEP were from 
the highest WTG generic categories (WTG-1 or WTG-2). 

 
a) CB region 



 
b) NES region 

Fig. 9. Evaluated payback periods for WTGs from the database for all 
considered individual sites. 

It should be noted that the model presented in this paper 
assumes single-WTG installation in an open area and does not 
take into account micro-siting issues (e.g. WTG height, 
surrounding terrain, presence of turbulences and wake/array 
losses), which typically have strong effect on WTG outputs, 
especially for small-scale WTGs installed in urban built 
environment.  

V. CONCLUSIONS  

The accurate estimation of wind energy resources at 
unmonitored sites from measurements at a limited number of 
monitored sites proved to be a difficult task. This paper 
presents a simple linear regression model, based on the spatio-
temporal correlational analysis, which under certain 
conditions can produce reasonably accurate estimates. The 
methodology is illustrated on two relatively large regions in 
Scotland, where publicly available wind speed and wind 
direction measurements are available from the UK Met Office 
stations. The presented approach requires only the coordinates 
of the end-user’s WTG location, is simple to implement and 
requires low computational resources. It further incorporates a 
method to identify the best-fit WTGs for the considered 
location with specific wind energy resources. For that purpose, 
a database of 200 wind turbines was constructed, reflecting the 
current market for small-scale wind turbines in the UK. 

The analysis showed that inter-site distance and, to some 
extent, directional alignment impact the strength of correlation 
between measured sites. The classification of station WSTS 
into wind speed bands showed evidence of inter-site wind 
energy transport, which would cause a temporal delay in the 
correlation of station wind climates. To test whether stations 
in both study areas are subject to temporal delay, or, rather, 
behave synchronously, the regression models were fitted using 
both synchronous and lagged time series as predictors. The 
results showed that the correlation coefficients were higher 
when using lagged WSTS in the NES region and, conversely, 
higher when using synchronous WSTS in the CB region. 
Consequently, better predictions are obtained in CB region, 
which exhibits a more uniform regional-scale wind regime.  

The developed model is effectively an important tool for 
empowering end-users and potential WTG developers to make 
an independent and more confident decision on small-scale 

WTG projects, helping to increase further implementation of 
renewable-based energy technologies and, in that way, 
provide wider environmental, social and economic benefits. 
However, further research is needed to determine whether the 
presented “end-user led approach” can be applied to other 
areas and regions in Scotland, UK and elsewhere.  

REFERENCES 
[1] Scottish Government (2016). Energy in Scotland (2016) [Online]. 

Available: http://www.gov.scot/Resource/0049/00494812.pdf  
[2] Energy Saving Trust (2016). Wind Speed Predictor [Online]. Available: 

http://www.energysavingtrust.org.uk/scotland/tools-calculators/wind-
speed-predictor  

[3] British Wind Energy Association. UK Wind Speed Database [Online]. 
Available: http://www.bwea.org/noabl/index.html  

[4] British Atmospheric Data Centre (2012). Met Office Surface Data 
Users Guide [Online]. Available: https://badc.nerc.ac.uk/data/ukmo-
midas/ukmo_guide.html     

[5] D. R. Drew, J. F. Barlow, T. T. Cockerill, and M. M. Vahdati, “The 
importance of accurate wind resource assessment for evaluating the 
economic viability of small wind turbines,” Renew. Energy, vol. 77, pp. 
493–500, May 2015. 

[6] UK Met Office National Climate Information Centre (2009, June). The 
Generation of Daily Gridded Datasets of Temperature and Rainfall for 
the UK [Online]. Available: 
http://www.metoffice.gov.uk/climatechange/science/downloads/generat
ion_of_daily_gridded_datasets.pdf  

[7] B. P. Hayes and S. Z. Djokic, “Modelling of wind generation at all 
scales for transmission system analysis,” IET Gener. Transm. Distrib., 
vol. 7, no. 10, pp. 1144–1154, Oct. 2013.   

[8] J. R. Salmon and J. L. Walmsley, “A two-site correlation model for 
wind speed, direction and energy estimates,” J. Wind Eng. Ind. 
Aerodyn., vol. 79, pp. 233–268, Feb. 1999. 

[9] K. G. Upadhyay, A. K. Choudhary, and M. M. Tripathi, “Short-term 
wind speed forecasting using feed-forward back-propagation neural 
network,” Int. J. Eng. Sci. Technol., vol. 3, no. 5, pp. 107–112, May 
2011. 

[10] A. Derrick, “Development of the measure-correlate predict strategy for 
site assessment”, Proc. 1993 European Wind Energy Conference, pp. 
681-685. 

[11] B. G. Brown, R. W. Katz, and A. H. Murphy, “Time Series Models to 
Simulate and Forecast Wind Speed and Wind Power,” J. Clim. Appl. 
Meteorol., vol. 23, no. 8, pp. 1184–1195, Aug. 1984. 

[12] O. Karakus, E.E. Kuruoglu and M.A. Altinkaya, “Long term wind 
speed prediction with polynomial autoregressive model”, in Proc. 23rd 
Signal Processing and Communications Applications Conference 
(SIU), pp. 645-648. 

[13] A. Lojowska, “Wind speed modelling”, M.S. thesis, Inst. Appl. 
Mathematics, Delft Univ. of Technology, Delft, 2009. 

[14] The MathWorks, Inc. “MATLAB and Statistics Toolbox Release 
2016a”. Natick, Massachusetts.  

[15]   Minitab ®. “Minitab v.17”. State College, PA. 
[16] British Atmospheric Data Centre. “MIDAS stations map” [Online]. 

Available: http://badc.nerc.ac.uk/googlemap/midas_googlemap.cgi 
[17] AccessWeb.it. “60 kW wind turbine”. [Online]. Available: 

http://www.accessweb.it/en/wind_turbine/60_kw_wind_turbine.htm  
[18]   Rosettacode.org. Haversine formula [Online]. Available: 

https://rosettacode.org/wiki/Haversine_formula 
[19] J. L. Acosta, K. Combe, S. Z. Djokic, and I. Hernando-Gil, 

“Performance assessment of micro and small-scale wind turbines in 
urban areas”, IEEE Systems Journal, 6 (1), pp. 152–163, Mar. 2011. 

[20] T. Burton, D. Sharpe, N. Jenkins, E Bossanyi, Wind Energy Handbook, 
John Wiley & Sons, 2001. 

[21] J. R. McLean, ‘Equivalent wind power curves’. Garrad Hassan and 
Partners Ltd., European Wind Energy Assoc. TradeWind Tech. Report 
WF2.6, Oct. 2008. 

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.7
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 0
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo true
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /AbadiMT-CondensedLight
    /ACaslon-Italic
    /ACaslon-Regular
    /ACaslon-Semibold
    /ACaslon-SemiboldItalic
    /AdobeArabic-Bold
    /AdobeArabic-BoldItalic
    /AdobeArabic-Italic
    /AdobeArabic-Regular
    /AdobeHebrew-Bold
    /AdobeHebrew-BoldItalic
    /AdobeHebrew-Italic
    /AdobeHebrew-Regular
    /AdobeHeitiStd-Regular
    /AdobeMingStd-Light
    /AdobeMyungjoStd-Medium
    /AdobePiStd
    /AdobeSongStd-Light
    /AdobeThai-Bold
    /AdobeThai-BoldItalic
    /AdobeThai-Italic
    /AdobeThai-Regular
    /AGaramond-Bold
    /AGaramond-BoldItalic
    /AGaramond-Italic
    /AGaramond-Regular
    /AGaramond-Semibold
    /AGaramond-SemiboldItalic
    /AgencyFB-Bold
    /AgencyFB-Reg
    /AGOldFace-Outline
    /AharoniBold
    /Algerian
    /Americana
    /Americana-ExtraBold
    /AndaleMono
    /AndaleMonoIPA
    /AngsanaNew
    /AngsanaNew-Bold
    /AngsanaNew-BoldItalic
    /AngsanaNew-Italic
    /AngsanaUPC
    /AngsanaUPC-Bold
    /AngsanaUPC-BoldItalic
    /AngsanaUPC-Italic
    /Anna
    /ArialAlternative
    /ArialAlternativeSymbol
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialMT-Black
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /ArrusBT-Bold
    /ArrusBT-BoldItalic
    /ArrusBT-Italic
    /ArrusBT-Roman
    /AvantGarde-Book
    /AvantGarde-BookOblique
    /AvantGarde-Demi
    /AvantGarde-DemiOblique
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /BakerSignet
    /BankGothicBT-Medium
    /Barmeno-Bold
    /Barmeno-ExtraBold
    /Barmeno-Medium
    /Barmeno-Regular
    /Baskerville
    /BaskervilleBE-Italic
    /BaskervilleBE-Medium
    /BaskervilleBE-MediumItalic
    /BaskervilleBE-Regular
    /Baskerville-Bold
    /Baskerville-BoldItalic
    /Baskerville-Italic
    /BaskOldFace
    /Batang
    /BatangChe
    /Bauhaus93
    /Bellevue
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BerlingAntiqua-Bold
    /BerlingAntiqua-BoldItalic
    /BerlingAntiqua-Italic
    /BerlingAntiqua-Roman
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BernhardModernBT-Italic
    /BernhardModernBT-Roman
    /BiffoMT
    /BinnerD
    /BinnerGothic
    /BlackadderITC-Regular
    /Blackoak
    /blex
    /blsy
    /Bodoni
    /Bodoni-Bold
    /Bodoni-BoldItalic
    /Bodoni-Italic
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /Bodoni-Poster
    /Bodoni-PosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /Bookman-Demi
    /Bookman-DemiItalic
    /Bookman-Light
    /Bookman-LightItalic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolOne-Regular
    /BookshelfSymbolSeven
    /BookshelfSymbolThree-Regular
    /BookshelfSymbolTwo-Regular
    /Botanical
    /Boton-Italic
    /Boton-Medium
    /Boton-MediumItalic
    /Boton-Regular
    /Boulevard
    /BradleyHandITC
    /Braggadocio
    /BritannicBold
    /Broadway
    /BrowalliaNew
    /BrowalliaNew-Bold
    /BrowalliaNew-BoldItalic
    /BrowalliaNew-Italic
    /BrowalliaUPC
    /BrowalliaUPC-Bold
    /BrowalliaUPC-BoldItalic
    /BrowalliaUPC-Italic
    /BrushScript
    /BrushScriptMT
    /CaflischScript-Bold
    /CaflischScript-Regular
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /Carta
    /CaslonOpenfaceBT-Regular
    /Castellar
    /CastellarMT
    /Centaur
    /Centaur-Italic
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchL-Bold
    /CenturySchL-BoldItal
    /CenturySchL-Ital
    /CenturySchL-Roma
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CGTimes-Bold
    /CGTimes-BoldItalic
    /CGTimes-Italic
    /CGTimes-Regular
    /CharterBT-Bold
    /CharterBT-BoldItalic
    /CharterBT-Italic
    /CharterBT-Roman
    /CheltenhamITCbyBT-Bold
    /CheltenhamITCbyBT-BoldItalic
    /CheltenhamITCbyBT-Book
    /CheltenhamITCbyBT-BookItalic
    /Chiller-Regular
    /Cmb10
    /CMB10
    /Cmbsy10
    /CMBSY10
    /CMBSY5
    /CMBSY6
    /CMBSY7
    /CMBSY8
    /CMBSY9
    /Cmbx10
    /CMBX10
    /Cmbx12
    /CMBX12
    /Cmbx5
    /CMBX5
    /Cmbx6
    /CMBX6
    /Cmbx7
    /CMBX7
    /Cmbx8
    /CMBX8
    /Cmbx9
    /CMBX9
    /Cmbxsl10
    /CMBXSL10
    /Cmbxti10
    /CMBXTI10
    /Cmcsc10
    /CMCSC10
    /Cmcsc8
    /CMCSC8
    /Cmcsc9
    /CMCSC9
    /Cmdunh10
    /CMDUNH10
    /Cmex10
    /CMEX10
    /CMEX7
    /CMEX8
    /CMEX9
    /Cmff10
    /CMFF10
    /Cmfi10
    /CMFI10
    /Cmfib8
    /CMFIB8
    /Cminch
    /CMINCH
    /Cmitt10
    /CMITT10
    /Cmmi10
    /CMMI10
    /Cmmi12
    /CMMI12
    /Cmmi5
    /CMMI5
    /Cmmi6
    /CMMI6
    /Cmmi7
    /CMMI7
    /Cmmi8
    /CMMI8
    /Cmmi9
    /CMMI9
    /Cmmib10
    /CMMIB10
    /CMMIB5
    /CMMIB6
    /CMMIB7
    /CMMIB8
    /CMMIB9
    /Cmr10
    /CMR10
    /Cmr12
    /CMR12
    /Cmr17
    /CMR17
    /Cmr5
    /CMR5
    /Cmr6
    /CMR6
    /Cmr7
    /CMR7
    /Cmr8
    /CMR8
    /Cmr9
    /CMR9
    /Cmsl10
    /CMSL10
    /Cmsl12
    /CMSL12
    /Cmsl8
    /CMSL8
    /Cmsl9
    /CMSL9
    /Cmsltt10
    /CMSLTT10
    /Cmss10
    /CMSS10
    /Cmss12
    /CMSS12
    /Cmss17
    /CMSS17
    /Cmss8
    /CMSS8
    /Cmss9
    /CMSS9
    /Cmssbx10
    /CMSSBX10
    /Cmssdc10
    /CMSSDC10
    /Cmssi10
    /CMSSI10
    /Cmssi12
    /CMSSI12
    /Cmssi17
    /CMSSI17
    /Cmssi8
    /CMSSI8
    /Cmssi9
    /CMSSI9
    /Cmssq8
    /CMSSQ8
    /Cmssqi8
    /CMSSQI8
    /Cmsy10
    /CMSY10
    /Cmsy5
    /CMSY5
    /Cmsy6
    /CMSY6
    /Cmsy7
    /CMSY7
    /Cmsy8
    /CMSY8
    /Cmsy9
    /CMSY9
    /Cmtcsc10
    /CMTCSC10
    /Cmtex10
    /CMTEX10
    /Cmtex8
    /CMTEX8
    /Cmtex9
    /CMTEX9
    /Cmti10
    /CMTI10
    /Cmti12
    /CMTI12
    /Cmti7
    /CMTI7
    /Cmti8
    /CMTI8
    /Cmti9
    /CMTI9
    /Cmtt10
    /CMTT10
    /Cmtt12
    /CMTT12
    /Cmtt8
    /CMTT8
    /Cmtt9
    /CMTT9
    /Cmu10
    /CMU10
    /Cmvtt10
    /CMVTT10
    /ColonnaMT
    /Colossalis-Bold
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothic-Light
    /Copperplate-ThirtyThreeBC
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CordiaNew
    /CordiaNew-Bold
    /CordiaNew-BoldItalic
    /CordiaNew-Italic
    /CordiaUPC
    /CordiaUPC-Bold
    /CordiaUPC-BoldItalic
    /CordiaUPC-Italic
    /Courier
    /Courier-Bold
    /Courier-BoldOblique
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /Courier-Oblique
    /CourierStd
    /CourierStd-Bold
    /CourierStd-BoldOblique
    /CourierStd-Oblique
    /CourierX-Bold
    /CourierX-BoldOblique
    /CourierX-Oblique
    /CourierX-Regular
    /CreepyRegular
    /CurlzMT
    /David-Bold
    /David-Reg
    /DavidTransparent
    /Dcb10
    /Dcbx10
    /Dcbxsl10
    /Dcbxti10
    /Dccsc10
    /Dcitt10
    /Dcr10
    /Desdemona
    /DilleniaUPC
    /DilleniaUPCBold
    /DilleniaUPCBoldItalic
    /DilleniaUPCItalic
    /Dingbats
    /DomCasual
    /Dotum
    /DotumChe
    /DoulosSIL
    /EdwardianScriptITC
    /Elephant-Italic
    /Elephant-Regular
    /EngraversGothicBT-Regular
    /EngraversMT
    /EraserDust
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /ErieBlackPSMT
    /ErieLightPSMT
    /EriePSMT
    /EstrangeloEdessa
    /Euclid
    /Euclid-Bold
    /Euclid-BoldItalic
    /EuclidExtra
    /EuclidExtra-Bold
    /EuclidFraktur
    /EuclidFraktur-Bold
    /Euclid-Italic
    /EuclidMathOne
    /EuclidMathOne-Bold
    /EuclidMathTwo
    /EuclidMathTwo-Bold
    /EuclidSymbol
    /EuclidSymbol-Bold
    /EuclidSymbol-BoldItalic
    /EuclidSymbol-Italic
    /EucrosiaUPC
    /EucrosiaUPCBold
    /EucrosiaUPCBoldItalic
    /EucrosiaUPCItalic
    /EUEX10
    /EUEX7
    /EUEX8
    /EUEX9
    /EUFB10
    /EUFB5
    /EUFB7
    /EUFM10
    /EUFM5
    /EUFM7
    /EURB10
    /EURB5
    /EURB7
    /EURM10
    /EURM5
    /EURM7
    /EuroMono-Bold
    /EuroMono-BoldItalic
    /EuroMono-Italic
    /EuroMono-Regular
    /EuroSans-Bold
    /EuroSans-BoldItalic
    /EuroSans-Italic
    /EuroSans-Regular
    /EuroSerif-Bold
    /EuroSerif-BoldItalic
    /EuroSerif-Italic
    /EuroSerif-Regular
    /EUSB10
    /EUSB5
    /EUSB7
    /EUSM10
    /EUSM5
    /EUSM7
    /FelixTitlingMT
    /Fences
    /FencesPlain
    /FigaroMT
    /FixedMiriamTransparent
    /FootlightMTLight
    /Formata-Italic
    /Formata-Medium
    /Formata-MediumItalic
    /Formata-Regular
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothicITCbyBT-Book
    /FranklinGothicITCbyBT-BookItal
    /FranklinGothicITCbyBT-Demi
    /FranklinGothicITCbyBT-DemiItal
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FrankRuehl
    /FreesiaUPC
    /FreesiaUPCBold
    /FreesiaUPCBoldItalic
    /FreesiaUPCItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /Frutiger-Black
    /Frutiger-BlackCn
    /Frutiger-BlackItalic
    /Frutiger-Bold
    /Frutiger-BoldCn
    /Frutiger-BoldItalic
    /Frutiger-Cn
    /Frutiger-ExtraBlackCn
    /Frutiger-Italic
    /Frutiger-Light
    /Frutiger-LightCn
    /Frutiger-LightItalic
    /Frutiger-Roman
    /Frutiger-UltraBlack
    /Futura-Bold
    /Futura-BoldOblique
    /Futura-Book
    /Futura-BookOblique
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-Book
    /FuturaBT-BookItalic
    /FuturaBT-Medium
    /FuturaBT-MediumItalic
    /Futura-Light
    /Futura-LightOblique
    /GalliardITCbyBT-Bold
    /GalliardITCbyBT-BoldItalic
    /GalliardITCbyBT-Italic
    /GalliardITCbyBT-Roman
    /Garamond
    /Garamond-Bold
    /Garamond-BoldCondensed
    /Garamond-BoldCondensedItalic
    /Garamond-BoldItalic
    /Garamond-BookCondensed
    /Garamond-BookCondensedItalic
    /Garamond-Italic
    /Garamond-LightCondensed
    /Garamond-LightCondensedItalic
    /Gautami
    /GeometricSlab703BT-Light
    /GeometricSlab703BT-LightItalic
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /GeorgiaRef
    /Giddyup
    /Giddyup-Thangs
    /Gigi-Regular
    /GillSans
    /GillSans-Bold
    /GillSans-BoldItalic
    /GillSans-Condensed
    /GillSans-CondensedBold
    /GillSans-Italic
    /GillSans-Light
    /GillSans-LightItalic
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /Gothic-Thirteen
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /GoudyTextMT-LombardicCapitals
    /GSIDefaultSymbols
    /Gulim
    /GulimChe
    /Gungsuh
    /GungsuhChe
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /Helvetica
    /Helvetica-Black
    /Helvetica-BlackOblique
    /Helvetica-Bold
    /Helvetica-BoldOblique
    /Helvetica-Condensed
    /Helvetica-Condensed-Black
    /Helvetica-Condensed-BlackObl
    /Helvetica-Condensed-Bold
    /Helvetica-Condensed-BoldObl
    /Helvetica-Condensed-Light
    /Helvetica-Condensed-LightObl
    /Helvetica-Condensed-Oblique
    /Helvetica-Fraction
    /Helvetica-Narrow
    /Helvetica-Narrow-Bold
    /Helvetica-Narrow-BoldOblique
    /Helvetica-Narrow-Oblique
    /Helvetica-Oblique
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-BoldCondensed
    /Humanist521BT-Light
    /Humanist521BT-LightItalic
    /Humanist521BT-RomanCondensed
    /Imago-ExtraBold
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /IrisUPC
    /IrisUPCBold
    /IrisUPCBoldItalic
    /IrisUPCItalic
    /Ironwood
    /ItcEras-Medium
    /ItcKabel-Bold
    /ItcKabel-Book
    /ItcKabel-Demi
    /ItcKabel-Medium
    /ItcKabel-Ultra
    /JasmineUPC
    /JasmineUPC-Bold
    /JasmineUPC-BoldItalic
    /JasmineUPC-Italic
    /JoannaMT
    /JoannaMT-Italic
    /Jokerman-Regular
    /JuiceITC-Regular
    /Kartika
    /Kaufmann
    /KaufmannBT-Bold
    /KaufmannBT-Regular
    /KidTYPEPaint
    /KinoMT
    /KodchiangUPC
    /KodchiangUPC-Bold
    /KodchiangUPC-BoldItalic
    /KodchiangUPC-Italic
    /KorinnaITCbyBT-Regular
    /KristenITC-Regular
    /KrutiDev040Bold
    /KrutiDev040BoldItalic
    /KrutiDev040Condensed
    /KrutiDev040Italic
    /KrutiDev040Thin
    /KrutiDev040Wide
    /KrutiDev060
    /KrutiDev060Bold
    /KrutiDev060BoldItalic
    /KrutiDev060Condensed
    /KrutiDev060Italic
    /KrutiDev060Thin
    /KrutiDev060Wide
    /KrutiDev070
    /KrutiDev070Condensed
    /KrutiDev070Italic
    /KrutiDev070Thin
    /KrutiDev070Wide
    /KrutiDev080
    /KrutiDev080Condensed
    /KrutiDev080Italic
    /KrutiDev080Wide
    /KrutiDev090
    /KrutiDev090Bold
    /KrutiDev090BoldItalic
    /KrutiDev090Condensed
    /KrutiDev090Italic
    /KrutiDev090Thin
    /KrutiDev090Wide
    /KrutiDev100
    /KrutiDev100Bold
    /KrutiDev100BoldItalic
    /KrutiDev100Condensed
    /KrutiDev100Italic
    /KrutiDev100Thin
    /KrutiDev100Wide
    /KrutiDev120
    /KrutiDev120Condensed
    /KrutiDev120Thin
    /KrutiDev120Wide
    /KrutiDev130
    /KrutiDev130Condensed
    /KrutiDev130Thin
    /KrutiDev130Wide
    /KunstlerScript
    /Latha
    /LatinWide
    /LetterGothic
    /LetterGothic-Bold
    /LetterGothic-BoldOblique
    /LetterGothic-BoldSlanted
    /LetterGothicMT
    /LetterGothicMT-Bold
    /LetterGothicMT-BoldOblique
    /LetterGothicMT-Oblique
    /LetterGothic-Slanted
    /LevenimMT
    /LevenimMTBold
    /LilyUPC
    /LilyUPCBold
    /LilyUPCBoldItalic
    /LilyUPCItalic
    /Lithos-Black
    /Lithos-Regular
    /LotusWPBox-Roman
    /LotusWPIcon-Roman
    /LotusWPIntA-Roman
    /LotusWPIntB-Roman
    /LotusWPType-Roman
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Lydian
    /Magneto-Bold
    /MaiandraGD-Regular
    /Mangal-Regular
    /Map-Symbols
    /MathA
    /MathB
    /MathC
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MatisseITC-Regular
    /MaturaMTScriptCapitals
    /Mesquite
    /Mezz-Black
    /Mezz-Regular
    /MICR
    /MicrosoftSansSerif
    /MingLiU
    /Minion-BoldCondensed
    /Minion-BoldCondensedItalic
    /Minion-Condensed
    /Minion-CondensedItalic
    /Minion-Ornaments
    /MinionPro-Bold
    /MinionPro-BoldIt
    /MinionPro-It
    /MinionPro-Regular
    /Miriam
    /MiriamFixed
    /MiriamTransparent
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MonotypeSorts
    /MSAM10
    /MSAM5
    /MSAM6
    /MSAM7
    /MSAM8
    /MSAM9
    /MSBM10
    /MSBM5
    /MSBM6
    /MSBM7
    /MSBM8
    /MSBM9
    /MS-Gothic
    /MSHei
    /MSLineDrawPSMT
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReference1
    /MSReference2
    /MSReferenceSansSerif
    /MSReferenceSansSerif-Bold
    /MSReferenceSansSerif-BoldItalic
    /MSReferenceSansSerif-Italic
    /MSReferenceSerif
    /MSReferenceSerif-Bold
    /MSReferenceSerif-BoldItalic
    /MSReferenceSerif-Italic
    /MSReferenceSpecialty
    /MSSong
    /MS-UIGothic
    /MT-Extra
    /MTExtraTiger
    /MT-Symbol
    /MT-Symbol-Italic
    /MVBoli
    /Myriad-Bold
    /Myriad-BoldItalic
    /Myriad-Italic
    /Myriad-Roman
    /Narkisim
    /NewCenturySchlbk-Bold
    /NewCenturySchlbk-BoldItalic
    /NewCenturySchlbk-Italic
    /NewCenturySchlbk-Roman
    /NewMilleniumSchlbk-BoldItalicSH
    /NewsGothic
    /NewsGothic-Bold
    /NewsGothicBT-Bold
    /NewsGothicBT-BoldItalic
    /NewsGothicBT-Italic
    /NewsGothicBT-Roman
    /NewsGothic-Condensed
    /NewsGothic-Italic
    /NewsGothicMT
    /NewsGothicMT-Bold
    /NewsGothicMT-Italic
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /NimbusMonL-Bold
    /NimbusMonL-BoldObli
    /NimbusMonL-Regu
    /NimbusMonL-ReguObli
    /NimbusRomNo9L-Medi
    /NimbusRomNo9L-MediItal
    /NimbusRomNo9L-Regu
    /NimbusRomNo9L-ReguItal
    /NimbusSanL-Bold
    /NimbusSanL-BoldCond
    /NimbusSanL-BoldCondItal
    /NimbusSanL-BoldItal
    /NimbusSanL-Regu
    /NimbusSanL-ReguCond
    /NimbusSanL-ReguCondItal
    /NimbusSanL-ReguItal
    /Nimrod
    /Nimrod-Bold
    /Nimrod-BoldItalic
    /Nimrod-Italic
    /NSimSun
    /Nueva-BoldExtended
    /Nueva-BoldExtendedItalic
    /Nueva-Italic
    /Nueva-Roman
    /NuptialScript
    /OCRA
    /OCRA-Alternate
    /OCRAExtended
    /OCRB
    /OCRB-Alternate
    /OfficinaSans-Bold
    /OfficinaSans-BoldItalic
    /OfficinaSans-Book
    /OfficinaSans-BookItalic
    /OfficinaSerif-Bold
    /OfficinaSerif-BoldItalic
    /OfficinaSerif-Book
    /OfficinaSerif-BookItalic
    /OldEnglishTextMT
    /Onyx
    /OnyxBT-Regular
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /Palatino-Bold
    /Palatino-BoldItalic
    /Palatino-Italic
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Palatino-Roman
    /PapyrusPlain
    /Papyrus-Regular
    /Parchment-Regular
    /Parisian
    /ParkAvenue
    /Penumbra-SemiboldFlare
    /Penumbra-SemiboldSans
    /Penumbra-SemiboldSerif
    /PepitaMT
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /PhotinaCasualBlack
    /Playbill
    /PMingLiU
    /Poetica-SuppOrnaments
    /PoorRichard-Regular
    /PopplLaudatio-Italic
    /PopplLaudatio-Medium
    /PopplLaudatio-MediumItalic
    /PopplLaudatio-Regular
    /PrestigeElite
    /Pristina-Regular
    /PTBarnumBT-Regular
    /Raavi
    /RageItalic
    /Ravie
    /RefSpecialty
    /Ribbon131BT-Bold
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /Rockwell-Light
    /Rockwell-LightItalic
    /Rod
    /RodTransparent
    /RunicMT-Condensed
    /Sanvito-Light
    /Sanvito-Roman
    /ScriptC
    /ScriptMTBold
    /SegoeUI
    /SegoeUI-Bold
    /SegoeUI-BoldItalic
    /SegoeUI-Italic
    /Serpentine-BoldOblique
    /ShelleyVolanteBT-Regular
    /ShowcardGothic-Reg
    /Shruti
    /SILDoulosIPA
    /SimHei
    /SimSun
    /SimSun-PUA
    /SnapITC-Regular
    /StandardSymL
    /Stencil
    /StoneSans
    /StoneSans-Bold
    /StoneSans-BoldItalic
    /StoneSans-Italic
    /StoneSans-Semibold
    /StoneSans-SemiboldItalic
    /Stop
    /Swiss721BT-BlackExtended
    /Sylfaen
    /Symbol
    /SymbolMT
    /SymbolTiger
    /SymbolTigerExpert
    /Tahoma
    /Tahoma-Bold
    /Tci1
    /Tci1Bold
    /Tci1BoldItalic
    /Tci1Italic
    /Tci2
    /Tci2Bold
    /Tci2BoldItalic
    /Tci2Italic
    /Tci3
    /Tci3Bold
    /Tci3BoldItalic
    /Tci3Italic
    /Tci4
    /Tci4Bold
    /Tci4BoldItalic
    /Tci4Italic
    /TechnicalItalic
    /TechnicalPlain
    /Tekton
    /Tekton-Bold
    /TektonMM
    /Tempo-HeavyCondensed
    /Tempo-HeavyCondensedItalic
    /TempusSansITC
    /Tiger
    /TigerExpert
    /Times-Bold
    /Times-BoldItalic
    /Times-BoldItalicOsF
    /Times-BoldSC
    /Times-ExtraBold
    /Times-Italic
    /Times-ItalicOsF
    /TimesNewRomanMT-ExtraBold
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Times-Roman
    /Times-RomanSC
    /Trajan-Bold
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-CondensedMedium
    /TwCenMT-Italic
    /TwCenMT-Regular
    /Univers-Bold
    /Univers-BoldItalic
    /UniversCondensed-Bold
    /UniversCondensed-BoldItalic
    /UniversCondensed-Medium
    /UniversCondensed-MediumItalic
    /Univers-Medium
    /Univers-MediumItalic
    /URWBookmanL-DemiBold
    /URWBookmanL-DemiBoldItal
    /URWBookmanL-Ligh
    /URWBookmanL-LighItal
    /URWChanceryL-MediItal
    /URWGothicL-Book
    /URWGothicL-BookObli
    /URWGothicL-Demi
    /URWGothicL-DemiObli
    /URWPalladioL-Bold
    /URWPalladioL-BoldItal
    /URWPalladioL-Ital
    /URWPalladioL-Roma
    /USPSBarCode
    /VAGRounded-Black
    /VAGRounded-Bold
    /VAGRounded-Light
    /VAGRounded-Thin
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VerdanaRef
    /VinerHandITC
    /Viva-BoldExtraExtended
    /Vivaldii
    /Viva-LightCondensed
    /Viva-Regular
    /VladimirScript
    /Vrinda
    /Webdings
    /Westminster
    /Willow
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WNCYB10
    /WNCYI10
    /WNCYR10
    /WNCYSC10
    /WNCYSS10
    /WoodtypeOrnaments-One
    /WoodtypeOrnaments-Two
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /XYATIP10
    /XYBSQL10
    /XYBTIP10
    /XYCIRC10
    /XYCMAT10
    /XYCMBT10
    /XYDASH10
    /XYEUAT10
    /XYEUBT10
    /ZapfChancery-MediumItalic
    /ZapfDingbats
    /ZapfHumanist601BT-Bold
    /ZapfHumanist601BT-BoldItalic
    /ZapfHumanist601BT-Demi
    /ZapfHumanist601BT-DemiItalic
    /ZapfHumanist601BT-Italic
    /ZapfHumanist601BT-Roman
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 2.00333
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 2.00333
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 600
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.00167
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata pogodnih za pouzdani prikaz i ispis poslovnih dokumenata koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [612.000 792.000]
>> setpagedevice


